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GENERATION OUTLOOK

GENERATION PERFORMANCE: 10-14 JULY 2023

Date UCLF, Partial m. peak Load
(08:00 Capacity Planned Losses & Partial Load f%re(-:gsted Units at Risk | Outage Slip Shedding
daily) Available (MW)| outages (MW) outag\(/le Vc\i/()elays Losses (MW) (MW) (MW) (MW) Stages (range)
10-Jul-23 28735 4118 15138 4118 31398 6809 1351 Stage 3
11-Jul-23 28502 3478 6870 32025 7284 1991 Stage 2/4
16400
12-Jul-23 27648 6033 31964 7941 1991 Stage 4/6
3626 16662
13-Jul-23 27254 6381 31984 7466 1991 Stage 4/6
3090 17192
14-Jul-23 26382 6091 29720 8059 1991 Stage 6
2855 18858
Average 27704 3433 16850 5899 31418 7512 1863




GENERATION OUTLOOK

3-WEEK PERFORMANCE VS MAY 2023 BASELINE — OVERALL PERFORMANCE

3-Week Performance vs May 2023 Baseline

Outage Slip (MW)

Units at Risk (MW) Despite the dip
in performance
this week, the

trend line is still

p.m. peak forecasted (MW)

improving
against the May
(08Jul-26Jul)
Baseline
performance.

Partial Load Losses (MW)

UCLF, Partial Losses & outage delays (MW)
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GENERATION OUTLOOK

Generation Capacity

Although Generation for the
week ending 14-Jul closed at an
average 27704MW, lower then
the previous two weeks, the
upward trend, compared to
the May 2023 Baseline of
27099MW remains.

Partial Load Losses (PLL)

Although PLLs continues on
itts downward (positive)
trend, closing the week ending
14-Jul at 5899MW compared to
the May 2023 Baseline of
6590MW, it continues to
contribute to generation short
fall, and total UCLF.

3-WEEK PERFORMANCE VS MAY 2023 BASELINE — KEY INDICATORS

Unplanned Capacity Loss
Factor (UCLF)

Although still lower than May
2023 Baseline (17360 MW),
UCLF (16850MW) for the week
ending 14-Jul, it increased (on
average) by 1663MW compared
to the previous two weeks.

Outage Slips

Although marginally higher than
the previous two weeks, Outage
Slips remains on its positive
downward trend, closing the
week ending 14-Jul at 1863MW
compared to the May 2023
baseline of 3333MW



§3<¢ GENERATION OUTLOOK

Boiler Tube Leaks
remain the major
reason for
unplanned outages
and receive
dedicated attention

Generation Team.

2 Units (1 305 MW)

12 Units (5 439 MW)

aﬁf
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Dates Station | Unit | MWLoss | ActualStartDate | Actual End Date Reason
Math 1 ) 202307110 02:39 01307101147 Vit tripped due to turbine protection operated
Arnot } 350 202307110 07:53 203/07/11°00:14 Uit tripped due to the DCS screens went blank
|0Jul  Kriel 4 Ji 2023/07/10 1400 Unit still off-load ~ |Unit forced shut-down due to boller tube leak repairs
Math 4 7 202307110 16:02 Unit still off-load  |Unit forced shut-down due to boler tube leak repairs
Math 1 ) 202307110 18:40 201307/110238  |nit tripped, investion in progress
Medupi 1 720 202307/1101:09 2013007111 0341 |nit tripped due to pyro protection
1l Camden b |86 03071 17:34 20307/11 1948 nit Tripped due to low drum level
Tutuka } 385 20230711 10:21 Unit still off-load  |Unit tripped due to Gen EIF protection inspection and repairs
Kendal b 640 00711 [1:47 0030711 16:38  Vnit Tripped due to loss of mills from the
Kendal } 040 2023/07/12 00:01 0B0712 1137 nit manually tripped due to bus disturbance and loosing all boiler controls
Arnot j 350 2023071120423 Unit still off-load ~ {Unit forced shut-down due to Boiler tube leak repairs .
[atla | 575 2003/07/12.03:51 Unit still oft-oad Uit forced shut-down due to Boiler tube leak repairs Units planned to
Rl ot f1 om0 | womoss | Unitsilofdoad  nitiorceshutdown forcondenser tube ek repais, | oL oY)
e 6 | 415 | WB072I%I6 | Unitstlofioad  [Unitforced shut-down due o boler tube ek repis LIS planned to
Camden § 185 007112 15:57 01307122227 Vnit tripped due to Condenser vacuum decay, days (15 Jul 18 July)
Hendrina ! 190 0307112 15:57 Unit still off-load ~ |Unit tripped due to Boler lost fires due to tube leak.
. Grootvlel } %0 202307113 01:04 Unit still off-load ~ |Unit tripped due to boiler drum level low
'Jl”  ethabo 5 593 200307/13 08:12 Unit still ofHoad ~ Unit forced shut-down due to Boller tube leak repairs
Medupi | 720 2023/07/1402:18 Unit still off-load ~ |Unit tripped due to boiler air ratio | &2

[







SECURITY BRIEFING

ESKOM RELATED CASE MANAGEMENT DATA

1 April 2022 to date 1 April 2023 to date
o 2147 Eskom cases reported to SAPS |e 497 Eskom cases reported to SAPS
e 1586 of the cases are still under e 466 of the cases are still under
investigation investigation
e 126 arrests have been made e 44 arrests have been made




§3¢¢ SECURITY BRIEFING

f{bj OPERATIONAL ACTIVITIES AND RELATED SUCCESSES AND ARRESTS

% Coal yards - 432 visits. Second Hand Dealers:
» Power stations - 702 visits to the 14 coal-fired power

stations. (1 February 2023 to 6 June 2023) ¢ Unregistered dealers closed - 191
s Substations - 2 271 visits s Cases opened - 141
¢ Monitoring of electrical infrastructure - 648 executed |+ Arrests - 526

actions. s J534's issued - 933
¢ Compliance inspections at scrap metal dealers/recyclers | % Saps 610’s issued - 83

- 4 825 visits. s Warrants issued - 29
s Environmental compliance management inspections s Compliance inspections at

conducted at illegal coal yards, wash plants and illegal Scrap Metal Dealers & Recyclers - 15043

mining - 41 inspections.

s Physical security assessments and audits were
conducted at 6 ESKOM Power Stations by the SAPS’
Division: Protection and Security Services (PSS)
(Hendrina, Kendall, Tutuka, Matimba, Grootvlei, Kriel
and Matla)




@ SECURITY BRIEFING

£ ) TOTAL VALUE OF ITEMS SEIZED - R 93 998 212

R/ R/ R/ R/
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R/ R/
0’0 0’0

83 X Loads of Coal by 33ton Trucks

2 X Man Trucks with double trailers loaded
with coal confiscated

Diesel, Petrol and Oil

19 X 33ton Coal Trucks with double trailers /
Oil Carrier

Mining Machinery (Front Loader, Dump
Trucks, Excavators, Dozers, Drill  machines,
etc)

Cash

42 x Firearms (8xRifles, 9xShotguns,
3xPistols, 2 Replicas)

10 X Vehicles / Trailers

Mining Equipment (Tools)

>

o0

o0

*

o0

o0

1 x White Toyota Hilux 1800 Loaded with Coal,
2 x Spades, 2 x Buckets

4 x Phendukas, 4 x Phenduka stands, 1 x
Phenduka motor, 1 x Gas cylinder, 10 x Steel
balls (apparatuses to process solid gold - man
made)

8 x Bucket of GBM, 2 x Basins of GBM, GBM
total weight 160kg

3 x Drill machines, 2 x Drill rods
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